The Benedictine Monastery of São Miguel de Refojos, located in Cabeceiras de Basto (Portugal), is a monumental complex and a distinctive example of the 18th century Portuguese Baroque architecture. This study addresses the state of conservation of the church as well as the evaluation of its structural behavior and seismic performance. An initial inspection and diagnosis campaign revealed that the structure presents low to moderate damage and other non-structural issues generally associated with high levels of moisture and water infiltration. In order to study the structural performance, a three-dimensional (3D) numerical model was prepared based on the finite element method. This model was calibrated with respect to dynamic identification tests and nonlinear static analyses were then performed to evaluate the seismic behavior. Capacity curves, deformations, crack patterns, and failure mechanisms were used to characterize the structural response. Additionally, the safety evaluation for horizontal actions was verified by means of limit analysis. An overall good agreement was found between the results of the pushover and the limit analyses. To conclude, the present work provides a comprehensive evaluation of the state of conservation of the church and verifies the safety condition of the structure for seismic actions.
Introduction
The church of São Miguel de Refojos is a monumental building in Baroque-Rococo style and is part of the historical Benedictine Monastery located in Cabeceiras de Basto, Portugal. The monastery was founded in the 12th century by the Benedictine Order and was located in an unpopulated but geographically strategic area [1] . After some flourishing early years, the building underwent a ruinous period during the 15th century. However, by the end of the following century, the monastery experienced a new economic and architectural recovery with the change of administration [1, 2] . Major works for the renovation and re-organization of the monastic complex started during the last decades of the 17th century [3] . In fact, the current aspect of the church is the result of the works carried out between 1675 and 1766, when it was renovated in Baroque style [4] .
The suppression of the Religious Orders in 1834 led to a progressive abandonment of the Monastery and the building started a new period of decay that lasted until the first half of the 20th century [5] . After that, the building was subjected once more to different restoration and repair works, namely filling of cracks, cleaning of stone surfaces, repainting, application of water drainage collectors, reconstruction of the roof and replacement of tiles. Nowadays, the monastery is used by the municipal authorities of Cabeceiras de Basto and it still maintains religious activities. Moreover, the church and the sacristy of the monastery have been classified as a Public Interest Building since 1933. significant damage appears in the connections between the front facade and the south tower, and in between this tower and the south wall of the nave. Moreover, the open cracks allow for rainwater infiltration with the subsequent deterioration of the internal elements. The floors of the high altar and the octagonal chapel present significant deformations probably caused by consolidation of the soil. Similarly, other deformations in the structure might be associated with a foundation settlement. 
Monitoring of Temperature and Relative Humidity
Air temperature and relative humidity are generally associated with mechanical stresses due to thermal expansion and hygroscopic swelling, opening and closing of cracks, deformations, and other non-structural problems, such as condensation of water vapor on cold surfaces. Temperature, relative humidity, and dew point were monitored for twelve months in four different locations inside the church (Figure 1a ). The average values of the temperature and relative humidity measurements is represented in Figure 2 .
Considering the entire monitoring period for the four locations, the average total, maximum and minimum temperatures are 15 • C, 27 • C, and 4 • C, respectively. On the other hand, the overall average and average maximum and minimum relative humidity values inside the church are equal to 71%, 97%, and 35%, respectively. This represents a yearly average thermal excursion of 23 • C and a yearly average humidity variation equal to 62%. Nevertheless, the daily variation of temperature and relative humidity values inside the church is less significant.
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Dynamic identification tests were carried out in order to estimate the dynamic properties of the church (natural frequencies and mode shapes), which would be used later to validate the numerical model. The accelerations of the structure caused by ambient vibrations (wind, traffic, etc.) were recorded using piezoelectric accelerometers with 10 V/g sensitivity (± 0.5 g pk), acquisition boards with 24-bit resolution, and a USB chassis connected to a computer. The acceleration time series were acquired with a sampling frequency equal to 200 Hz. The total duration of the signals was 30 min.
The vibrations were measured at the top of the walls of the nave, dome, and chancel, in both the transversal (X) and longitudinal (Y) directions of the church, for five different configurations ( Figure  3 ). The setups were correlated using a reference accelerometer placed on the balcony of the dome in the transversal direction of the church. The chosen reference point was considered sufficient for the whole set of setups since the transversal direction was expected to be more flexible and therefore more representative than the longitudinal one.
The signs of the dynamic identification tests were processed in ARTeMIS Modal software [10] by using two different methods, namely: (a) Enhanced Frequency Domain Decomposition (EFDD) and (b) Stochastic Subspace Identification based on Unweighted Principal Component (SSI-UPC). Both methods allowed us to estimate six modes, with frequencies ranging from 1.79 Hz to 5.14 Hz. The six estimated modes are associated with local and global modes mainly in the transversal direction, as expected. 
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Ground Penetrating Radar (GPR) tests were performed in different parts of the monastery using equipment with 500, 800, and 1600 MHz antennas. These tests were aimed at identifying the unseen constructive elements and characterizing the material composition of the structure. The use of Ground Penetrating Radar on historical structures has already been documented by different authors [12, 13] .
In some cases, the constitution of the walls is visible at plain sight because there is no rendering layer covering the surface. That is the case of the thinner walls behind the altar, made up by a unique leaf of ashlar masonry. For the rest of the walls, the Ground Penetrating Radar was used to identify the internal composition. Thus, GPR readings were carried out, both in the horizontal and in the vertical direction, in various locations of the walls, namely the main facade, the longitudinal walls of the nave, the walls of the transept, and the walls of the octagonal chapel. In general, the results show that the structure is made up by composite walls with three masonry leaves ( Figure 5 ): an outer layer of irregular stone blocks, a similar internal layer, and a rubble core.
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Geotechnical Survey
The geotechnical prospection plan consisted of three Standard Penetration Tests (SPT) outside the church and four Light Dynamic Penetrometer tests (LDP) inside the church, as well as several inspection trenches at the base of the walls and water table measurements, see Figure 1a . The purpose of the geotechnical prospection was manifold: characterization of the soil profile and its mechanical properties, evaluation of the type of foundation and identification of the foundation level, verification of the existence of a draining system, and detection of the water table depth.
The trenches and boreholes of the drilling tests showed that the water table is very close to the ground level of the church (summer period), less than 1.00 m depth in some cases ( Figure 6 ). The shallow water level made it impossible to identify the actual depth of the foundations under the walls. Nonetheless, the geotechnical survey allowed us to identify the geological profile. The superficial layer is constituted by soft clay, with low resistance and very deformable, until a depth of about 4.00 m. The following layer corresponds to a transition layer of gravelly sand. Finally, the last layer of the soil consists of highly altered and fractured rock (starting at depths between 4.20 to 5.50 m). In addition, georadar readings were used to identify the constitution of the barrel vault of the nave. The radargrams showed that the total thickness of the vault is about 16 cm. Furthermore, the readings next to the springing line showed an irregular infill, which was characterized as a mixture of gravel and waste.
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The existence of a surface layer with poor geotechnical characteristics might be the cause of the settlements detected on the church pavements. Some of the observed structural damages could also be the result of localized foundation settlements.
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Preparation and Calibration of the Numerical Model
The numerical Finite Element (FE) model of the church was prepared using the structural analysis software DIANA (DIsplacement ANAlyser) [14] .
Geometry
The geometry of the three-dimensional (3D) model included all major structural elements, namely the main volume of the church plus the annexed lateral bodies (Figure 7 ). The stiffness of the structural elements of the monastery adjacent to the church (orthogonal walls and columns of the cloister) was considered in the model by means of spring elements. Since it was not possible to inspect the roofs of the transept and the chancel, the truss elements in these areas were idealized according to the known roof structure above the nave.
Type of Elements
Different elements were used to define the mesh: four-node tetrahedron solid elements (walls, arches and columns), three-node curved shell elements (vaults), three-node three-dimensional class-III beam elements (roof trusses), and spring elements (stiffness of adjacent buildings). For later nonlinear analyses, in addition, the number of integration points across the thickness of the shell elements was increased (five integration points).
Boundary Conditions
An overall base level located at −2.00 m below the nave floor was assumed for all of the walls. At that level, the foundation was considered rigid. Thus, all degrees of freedom of the nodes at the base of the masonry walls were constrained. In addition, as already mentioned, spring elements were introduced to simulate the stiffness of the adjacent structures of the monastery.
Loads
Besides the self-weight of the modelled structural elements, which is automatically calculated by the software, the weight of the roof and the infill material of the vaults was additionally applied. The weight of the roof was assumed equal to 1.00 kN/m 2 and it was applied as a uniformly distributed 
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Besides the self-weight of the modelled structural elements, which is automatically calculated by the software, the weight of the roof and the infill material of the vaults was additionally applied. The weight of the roof was assumed equal to 1.00 kN/m 2 and it was applied as a uniformly distributed load along the trusses. The infill material was considered up to half the height of the vaults [15] and its weight was estimated equal to 12 kN/m 3 . The infill was modelled as a distributed superficial load applied to the extrados of the vaults, near the supports.
load along the trusses. The infill material was considered up to half the height of the vaults [15] and its weight was estimated equal to 12 kN/m 3 . The infill was modelled as a distributed superficial load applied to the extrados of the vaults, near the supports. 
Material Properties
As it was mentioned before, the visual inspection and georadar tests allowed us to identify the different types of materials that compose the structure of the church, namely brick masonry (BRMvaults), ashlar masonry (GRM-walls behind the high altar, arches in the crossing, top part of the towers, and dome), three-leaf stone masonry (STM-main walls and rest of masonry elements), granite units (lintels), and timber (roof truss structure). Figure 8 shows the material configuration considered in the model.
In the first stage, the material properties were defined according to sets of data and recommendations available in specialized literature. In particular, the prescriptions of the Italian code [16, 17] were used to determine the elastic properties of the masonry materials: average density, elastic modulus, and Poisson's ratio calculated from the range of values proposed for each type of masonry. Similarly, the characteristics of granite and timber elements were defined as the mean value of the material properties provided by specialized studies [18, 19] .
The initial linear-elastic properties were subsequently updated during the calibration process of the numerical model. This numerical validation was done with respect to the experimental dynamic properties estimated from the dynamic identification tests, namely the frequencies of the first three modes of vibration. The calibration was performed following the Douglas-Reid method [20] , which involves an optimization process to minimize the difference between the experimental and numerical responses. In particular, the elastic moduli of the three masonry materials (BRM, GRM, and STM) were used as the variables to calibrate. The upper and lower limits for the variables were defined in accordance with the aforementioned Italian code, assuming the highest and lowest values of the range proposed for each masonry material.
After the optimization process, the numerical model was able to simulate the first three experimental modes of the church with an average error of the frequency values less than 2%. Moreover, the mode shapes of the numerical model were compared with the modal configurations of the experimental modes through MAC (Modal Assurance Criterion) values [11] . From 0 to 1, where 
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After the optimization process, the numerical model was able to simulate the first three experimental modes of the church with an average error of the frequency values less than 2%. Moreover, the mode shapes of the numerical model were compared with the modal configurations of the experimental modes through MAC (Modal Assurance Criterion) values [11] . From 0 to 1, where 1 indicates a perfect match, the calibrated model of the church resulted in an average MAC value equal to 0.92. The numerical model was thus successfully validated, and it was possible to use the updated material properties for further analyses.
1 indicates a perfect match, the calibrated model of the church resulted in an average MAC value equal to 0.92. The numerical model was thus successfully validated, and it was possible to use the updated material properties for further analyses. Using the updated linear-elastic parameters, the necessary nonlinear properties were estimated following relations established in literature or adopting values coming from similar case studies. In particular, the nonlinear behavior of the masonry materials (BRM, GRM, and STM) was described using the Total Strain Rotating Crack model, which corresponds to a smeared crack model based on the principal strains [14] .
An exponential function was considered for the tensile softening and a parabolic curve was assumed for compression ( Figure 9 ). In this material model, the shear behavior is updated according to the damage which occurred during the analysis. The compressive strength ( ) was determined as a function of the modulus of elasticity (E), where = /600 [21] . In turn, the compression fracture energy was determined as a function of the compressive strength and the ductility index ( , ), where , = / and , = 1.6 mm [22] . The tensile strength and tensile fracture energy of masonry were considered equal to 0.15 MPa and 50 N/m, respectively [23] . Using the updated linear-elastic parameters, the necessary nonlinear properties were estimated following relations established in literature or adopting values coming from similar case studies. In particular, the nonlinear behavior of the masonry materials (BRM, GRM, and STM) was described using the Total Strain Rotating Crack model, which corresponds to a smeared crack model based on the principal strains [14] .
An exponential function was considered for the tensile softening and a parabolic curve was assumed for compression ( Figure 9 ). In this material model, the shear behavior is updated according to the damage which occurred during the analysis. The compressive strength ( f c ) was determined as a function of the modulus of elasticity (E), where f c = E/600 [21] . In turn, the compression fracture energy was determined as a function of the compressive strength and the ductility index (d u,c ), where d u,c = G c / f c and d u,c = 1.6 mm [22] . The tensile strength and tensile fracture energy of masonry were considered equal to 0.15 MPa and 50 N/m, respectively [23] .
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Seismic Behavior Evaluation

Nonlinear Static Analysis
The structural performance of the church for the seismic action was initially verified using nonlinear static or pushover analysis. The use of pushover analysis for the seismic assessment of historical masonry structures has been proven to be a suitable approach and is fairly documented in the literature [8, 25, 26] . In the current study, the nonlinear static analyses were carried out using a uniform unidirectional load pattern based on horizontal forces proportional to the mass of the structure at all elevations [27] .
This type of analysis allows for the evaluation of the nonlinear behavior by applying the action in successive load steps. The equilibrium of the system of equations for each step is guaranteed by an iterative method and a convergence criterion. In this case, the regular Newton-Raphson iterative method and an energy-based convergence criterion (10 −3 ) were used. In addition, the Line Search algorithm and arc-length method were used as well to improve the convergence and obtain the post-peak response.
The seismic performance of the building was evaluated according to the global horizontal axes, X and Y, which correspond to the transversal and longitudinal directions of the church, respectively. The results of the pushover analyses are shown in Figure 10 in terms of capacity curves (displacement against base shear factor), using the point at the top of the south tower as a control node to plot the displacements. The base shear factor corresponds to the ratio between the sum of the horizontal forces and the total self-weight of the structure. It should be noted that the analysis in the negative transversal direction (-XX) was neglected due to the presence of the adjacent buildings introduced in the model as spring elements, which can provide a larger capacity in that direction. 
Positive Transversal Direction (+XX)
The seismic analysis in the positive transversal direction (+XX) indicates that the maximum horizontal capacity is equal to 0.28 g ( Figure 10 ). The horizontal maximum displacement occurs at the top of the south tower. The damage pattern is characterized by shear cracks in the plane of the walls and cracks in the connections between structural elements (Figure 11 ). The most severe damage occurs in the main facade (diagonal cracks) and in the connections of the south tower with the orthogonal walls. 
Positive Longitudinal Direction (+YY)
The curve for the positive longitudinal direction shows a stiffer response, with a maximum capacity equal to 0.29 g ( Figure 10 ). The maximum displacement occurs at the top of the towers. In fact, the main failure involves the local collapse of the belfries (Figure 12 ). In addition, there is also damage in the connections between the rear facade and the longitudinal walls of the chancel. The base shear factor corresponds to the ratio between the sum of the horizontal forces and the total self-weight of the structure [dimensionless].
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Positive Longitudinal Direction (+YY)
The curve for the positive longitudinal direction shows a stiffer response, with a maximum capacity equal to 0.29 g ( Figure 10 ). The maximum displacement occurs at the top of the towers. In fact, the main failure involves the local collapse of the belfries (Figure 12 ). In addition, there is also damage in the connections between the rear facade and the longitudinal walls of the chancel. 
Negative Longitudinal Direction (-YY)
The pushover analysis in the negative longitudinal direction (-YY) presents a maximum base shear factor equal to 0.24 ( Figure 10 ). This value represents the lowest capacity obtained from the different pushover analyses and therefore indicates the most vulnerable direction of the church. This response is associated with a significant deformation of the main facade and the towers in the out-ofplane direction (Figure 13 ). The damage pattern is characterized by cracks in the connections between the towers and the longitudinal walls of the nave as well as vertical cracks in the main facade. 
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Safety Assessment
The verification of the structural safety for the seismic action was carried out according to the Portuguese National Annex of Eurocode 8 [27] . The verification must be done for each type of seismic action, i.e., Type 1 (far field) and Type 2 (near field), in both principal (longitudinal and transversal) directions of the structure.
According to the Portuguese seismic zonation, the reference acceleration values (a gR ) for Cabeceiras de Basto are 0.05 g and 0.08 g for earthquakes Type 1 and Type 2, respectively. Moreover, the soil coefficient (S) is assumed equal to 1.0 (deep foundation on rock or other rock-like geological formation, including at most 5 m of weaker material at the surface) and the damping correction coefficient (η) is equal to 1.00 (5% damping).
The capacity required in terms of horizontal acceleration is determined as a function of a gR , assuming collapse mechanisms based on macroblocks and defined taking into account the damage obtained from the numerical analyses. As presented in Table 2 , the results of the pushover analyses for the seismic action indicate that the church meets the required criteria for both types of earthquake. The lowest capacity of the church occurs for the seismic action in the negative longitudinal direction (0.24 g) and is associated with a safety factor equal to 3.00. The safety factor for the seismic action is given by the relation between the base shear factor and the required capacity determined for the zone and defined in the Portuguese National Annex of Eurocode 8 (see Table 2 ). 
Limit Analysis
In order to validate the seismic performance of the church, the limit analysis based on the kinematic approach was also carried out. For the limit analysis, seven local collapse mechanisms were proposed taking into account the damage patterns caused in churches by past earthquakes [28] , as well as the results from the pushover analyses and the existing damage in the structure. The stability for each mechanism was verified according to the methodology defined in the Italian code NTC-08 [16, 17] , in which the following criteria should be evaluated for the Ultimate Limit State:
(a) Verification A -Mechanisms involving part of the structure in contact with the soil:
(b) Verification B -Mechanisms involving part of the structure above the ground level:
In the previous equations, a * 0 corresponds to the spectral acceleration for activation of the mechanism, and q is the behavior coefficient (2.00). Additionally, in Equation (1), a g = a gR ·γ I represents the peak ground acceleration (PGA) according to the seismic zonation (0.05 g and 0.08 g for earthquake Type 1 and Type 2, respectively) amplified by the coefficient of importance (1.00), and S is the soil coefficient (1.0). For the second verification, S e (T 1 ) is the spectral acceleration associated with the period T 1 (first mode of vibration of the structure in the considered direction), ψ(Z) = Z/H is the ratio between the height of the hinge at the base of the collapse block divided by the total height, and γ = 3N/(2N + 1) is an amplification factor that takes into account the number of floors (N).
The spectral acceleration for activation of the mechanism is determined by:
where g is the acceleration of gravity (9.81 m/s 2 ), α 0 is the load factor that activates the mechanism (determined by the Principle of Virtual Works for the equilibrium between the overturning moment caused by the horizontal forces and the stabilizing moment caused by the vertical forces), FC is the confidence factor associated to the level of knowledge of the structure (1.00 for LC = 3), and e * corresponds to the mass participation factor of the mechanism,
where M * is the mass participation of the mechanism defined as:
where P i is the vertical force of the self-weight and δ x,i is the horizontal virtual displacement of the center of gravity of the macroblock i.
In the studied cases, the masonry materials were assumed to have infinite compressive strength and tensile strength equal to zero. The following collapse mechanisms were considered ( Figure 14 ): (Figure 14g ).
It must be noted that these collapse mechanisms were defined based on expert opinions and typical failures caused by earthquakes, which can be different from the failure modes obtained from the pushover analysis. The results of the limit analysis for the seismic action are shown in Table 3 . The maximum capacity of the considered mechanisms varies between 0.09 g and 0.53 g. The lowest capacity corresponds to the partial mechanism of the facade with vertical cracks in the connections with the towers (Mechanism 5). This is an extremely conservative case and implies a very poor connection between the longitudinal and transversal walls. There is no current damage or reasonable suspicion that indicates a poor-quality connection between these walls.
Mechanism 2 (collapse of the belfry) results in a maximum capacity equal to 0.48 g, which is significantly higher than the capacity obtained from the pushover analysis in the positive longitudinal direction (0.29 g). However, it must be noted that the collapse obtained from the pushover analysis involves diagonal cracks in the columns of the belfry (Figure 12 ), which differs from the mechanism proposed for the limit analysis (horizontal cracks at the base of the belfry). Buildings 2019, 9, Mechanism 4 (overturning of facade and towers) corresponds to a failure mode also observed in the pushover analysis ( Figure 13 ). In this case, the maximum capacity obtained from both approaches is the same (0.24 g). Additionally, Mechanism 6 (overturning of the tower in the direction parallel to the facade) results in a maximum capacity (0.25 g) similar to the one obtained by means of the nonlinear static analysis in the positive transversal direction (0.28 g). The lower value of the limit analysis could be explained by the differences between the failure mechanisms defined for one and the other methods.
Finally, the limit analysis proves that the collapse mechanisms considered in this study comply with the stability criteria for seismic actions defined in the Italian code NTC-08 (Table 3) , with a minimum safety factor of 2.30. Overall, the limit analysis results in capacity values equivalent to those obtained by means of the nonlinear static analysis, despite some differences in the damage patterns associated with the mechanisms.
Conclusions
A 3D FEM model was prepared and validated in order to evaluate the performance and structural stability of the church of São Miguel de Refojos (Portugal). The seismic behavior was assessed by means of nonlinear static analysis as well as limit analysis. Moreover, the safety condition of the structure was verified according to the prescribed criteria established in national and international structural codes.
In the first stage, the inspection and diagnosis campaign allowed us to identify and characterize the main structural aspects necessary to evaluate the state of conservation of the building and generate the numerical model. From these works, it was concluded that the current structural condition and the overall state of conservation are good. Then, the model was calibrated with respect to the dynamic properties estimated from the dynamic identification tests. Subsequently, the numerical and kinematic analyses allowed us to conclude that the church meets the safety requirements prescribed for the seismic action. The results showed that the negative longitudinal direction (−YY) is the most vulnerable one and is associated with the overturning mechanism of the main facade and towers with rotation at the base (out-of-plane collapse). Nonetheless, this mechanism has a safety factor equal to 3.00.
Taking into account the assumptions and results of this study, the safety condition of the structure is guaranteed. However, a set of preventive measures should be put into practice in order to guarantee a more efficient structural behavior and the necessary works for the conservation of the building, namely the filling of existing cracks, repair of deformed floors, and development and application of a monitoring plan including the revealing aspects for the structural condition, such as regular visual inspection. 
